Case Study — Dynamic Test
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Squirrel Cage Induction Motor - Cracked Rotor

B Brand new motor — Mine in Peru
B Only three months working

A
ANTAPACCAY

XSTRATA TINTAYA S.A. Ingenieria de Mantenimiento — PdM

TAG SERIE "BRAND" HP \
0510-AGA-0058 1020403181 WEG 10 460
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Squirrel Cage Induction Motor - Cracked Rotor

Velocidad [RPM] 1195.6

Amplitud banda lateral [db] Frecuencia banda lateral.[Hz]
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Squirrel Cage Induction Motor - Cracked Rotor

XSTRATA TINTAYA S.A. Ingenieria de Mantenimiento — PdM
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Squirrel Cage Induction Motor - Cracked Rotor

B Thermography
B End ring problem
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Squirrel Cage Induction Motor - Cracked Rotor




Questions?

Power on

At Megger, we understand that keeping the power on is essential for the success
of your business. That is why we are dedicated to creating, designing and
manufacturing safe, reliable, easy-to-use portable test equipment backed by world-
leading support and expertise.

We can assist your acceptance, commissioning and maintenance testing for

predictive, diagnostic or routine purposes. By working closely with electrical
utilities, standards bodies and technical institutions, we contribute to the TMNS“T

dependability and advancement of the electrical supply industry.
Megger.
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